
NOTICE: 
 
Check valve included with unit is intended only to be used as shown below.  If no filters are installed, the check valve should not 

be used.  If water supply valve has a back flow preventer in it, an expansion tank allowing a minimum of 5 in
3
 (2.8 oz) is needed 

on chiller inlet.  Please call Oasis customer service at 800-64-OASIS if you have questions.  Failure to install chiller correctly may 

result in water damage. 
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